Annexure C

PROFORMA FOR SAFE DRINKING WATER AND SANITARY CONDITION CERTIFICATE
No. Dated: 0@ 0#[2026€

(Name of Officers with designation) from ... I QTM L. Rudlx ﬂ)()M....PHED

inspected the . [K1dlS Pudolie. School Dus 8::017!4/{ No.2,Dine Skrw
(Name & Address of the school) on .06 .O.H.lmzé....(date of inspection) and on the basis of
Water Test Report (Attached) bearing no. 14/ < Dlwd IM.L/?—.Q?.‘.‘.Z.Tdated .8

of LDLWOQTML. [ 9026-2F  (PHED Lab) certified that

( Name of school) has safe drinking water
facilities for the students and members of staff of the institution. School is also maintains the
hygienic sanitation condition in the school building & the campus as per norms prescribed by the

Central/ State/ U.T. Govt.

Signature with Seal: ....... &7 Baud (SEH [HE TR
Name : KX\'{Lnﬁ..Ch&ndhﬁ.gU nlina
Designation T 3 o Y .o S,
Name & Address of the Office / Department : ........

U Horakbind Jal - Sunstbom Qtwb@-{?bw.

(Name & Address of the Institution)

Note: The certificate is to be issued by authorized officer / PHED Lab / local bodies




g’ a.a‘ & 3 . 13 3 3 .
fff' %,_.%\ District Level Water Quality Testing and Monitoring Laboratory
ji Mm
* e Uttarakhand Jal Sansthan, Collectorate
‘:,(,, U 4@#‘ Campus,Rudrapur(U.S.Nagar)
S 7
L e
TEST REPORT
Name and Address of Organization/ Kids Paradise Public School Durgapur No.2, Dineshpur -263160
Customer
(U.S.Nagar) U.K.
Test Report L.D. 79/UIS/DLWQTML/2026-27 | Reporting Date | 04/07/2026
Sample Location Sample-01. Submersible water,School Campus location
Product Description Drinking Water ‘ Sample Submitted by ‘ Customer
Reference Sample Identification: DLWQTML/UIS/2026/79
Duration of Analysis: 03/07/2026 to 04/07/2026
Date and Time of Sample Received: 03/07/2026 & 12:25PM
Acceptable Permissible Limit
Limit (IS 10500:2012)
S.Ne. Parameters Test Method Result As per in the
( 1S10500:2012) Absence of
alternative source
1. pH at 25°C IS 3025 (Part 11) 6.58 6.5t08.5 No Relaxation
2, Total Dissolved Solids (TDS), mg/L IS 3025 (Part 16) 187 500 Max 2000 Max
3. Turbidity, NTU IS 3025 (Part 10) 0.57 1 Max 5 Max
4. Total Alkalinity (as CaCO3), mg/L IS 3025 (Part 23) 190 200 Max 600 Max
5. Total Hardness (as CaCOs3), mg/L IS 3025 (Part 21) 210 200 Max 600 Max
6. Calcium as Ca, mg/L IS 3025 ( Part 40) 52 75 Max 200 Max
7. Chloride, mg/L IS 3025 (Part 32) 9.99 250 Max 1000 Max
3PS
8. Magnesium as Mg, mg/L e e 19.44 30 Max 100 Max
Colour, Hazen IS 3025 (Part 4) Less than 5 5 Max 15 Max
10. Od-our IS 3025 (Part 5) Agreeable Agreeable Agreeable
11, Total Coliform(in 100mlI) IS15185:2016 reall.(2021) Absent Absent Absent
12. E. Coli(in 100ml) 1S15185:2016 realf.(2021) Absent Absent Absent
Note:
1. The results listed refer only to tested sample and applicable parameters.
2. This certificate is not be reproduced wholly or in parts promotional publicity or legal purpose without permission of authority of testing
laboratory.
3. The samples will be destroyed afler seven days from the date of issue of test certificate, unless otherwise agreed with customer.
4. The results apply to the sample as received.
5.The Laboratory is responsible for all the information provided in the report, except when information is provided by the customer.
*#kk End of Report*#**
Reviewed By Rl A'u't'liplf_i;eq_By_
(CHEMIST) ‘ oy '(LAB,INCHARGE)
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